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WATER FLOW MEASURING DEVICE

BUTTERFLY CONTROL VALVE, TYP.

TO AIR HANDLER

PIPE HANGERS (TYP)

NOTE:

CHS —2 1. DRAIN ALL LOW POINTS OF SYSTEMS TO NEAREST FLOOR DRAIN.
CHR 2. PROVIDE MARINE WATER BOXES FOR BOTH CONDENSER AND EVAPORATOR.
FROM COOLING TOWER——
@ & FLOW 3. COLLECT VENT PIPES FROM ALL REFRIGERANT PRESSURE RELIEF DEVICES AND EXTEND TO
L v  swrch, P CWR EXTERIOR OF BUILDING IN ACCORDANCE WITH ASHRAE STANDARD 15. HEADER SIZE TO EQUAL
THERMOMETER (TYP.) TYP OR EXCEED TOTAL AREA OF DEVICES CONNECTED TO THE HEADER.
Lo 4. PROVIDE MODULATING BUTTERFLY VALVES ON BOTH CHWR & CWR. VALVES CONTROLLED BY ECC.
MAR'NTE(PWATER — =) 5. FOR PIPING 6” AND BELOW, MECHANICAL COUPLINGS ARE OPTIONAL. ABOVE 6”, WELDED PIPE
BOX TYP. ~ WITH FLANGES IS THE ONLY APPROVED JOINING METHOD.
y
PRESSURE RELIEF DEVICE
6” [150mm] HIGH CONCRETE PAD (TYP.)
FLOOR
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